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Recommendation 1 Progress Update

NIST recommends that 
progressive collapse be prevented 
in buildings through the 
development and nationwide 
adoption of consensus standards 
and code provisions, along with 
the tools and guidelines needed for 
their use in practice

Progress on Implementation of WTC 
Recommendations

• In FY2012, based on NIST’s 
proposal, a new ASCE/SEI 
Disproportionate Collapse 
Mitigation Standard Committee 
was established.

• Draft Standard was completed 
and released for public 
comments (April 01 – May 16, 
2022).
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Recommendation 2 Progress Update

NIST recommends performance 
standards be developed for:

(1) conducting wind tunnel testing 
of prototype structures that 
result in repeatable and 
reproducible results among 
testing laboratories; and 

(2) estimating wind loads and their 
effects on tall buildings, based 
on wind tunnel testing data and 
directional wind speed data. 

Progress on Implementation of WTC 
Recommendations

W
TC • Revision of ASCE 49 Wind Tunnel 

Testing Standards were approved 
and published as ASCE 49-21

• Revision to wind velocity pressure 
profiles in ASCE 7-22, to better 
reflect the state-of knowledge on 
atmospheric boundary-layer flows

Images © ASCE 2021. Used with Permission.



Joplin Tornado 
Investigation

June 8-9, 2022
NCST Advisory 
Committee Meeting

NOTE – Summaries of the 
recommendations are 
included in the following 
slides for context.  The 
complete recommendations 
are available in the final 
report of the NIST Technical 
Investigation of the Joplin 
Tornado, at 
https://dx.doi.org/10.6028/
NIST.NCSTAR.3 

https://dx.doi.org/10.6028/NIST.NCSTAR.3
https://dx.doi.org/10.6028/NIST.NCSTAR.3


NIST Joplin Tornado Investigation

• 16 recommendations for improving:
• Tornado hazard characterization

• Design and construction of buildings and shelters 
in tornado–prone regions

• Emergency communications that warn of threats 
from tornadoes

• Implementation of recommendations began in 
Spring 2014, immediately following publication of 
final report 

http://dx.doi.org/10.6028/NIST.NCSTAR.3 

The first tornado study to include storm 
characteristics, building performance, emergency 
communication and human behavior together - with 
assessment of the impact of each on fatalities
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        List of Joplin Recommendations 
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R # RECOMMENDATION SUMMARY

1 Development and deployment of technology to measure tornado wind fields

2 Archival of tornado event data

3 Development of tornado hazard maps

4 Improvement of EF Scale; means for continued improvement; adoption by NWS

5 Development of performance-based standards for tornado-resistant design

6 Development of performance-based tornado design methodologies

7 a) Development of tornado shelter standard for existing buildings; 
b) Installation of tornado shelters in more buildings in tornado-prone regions

8 Development of guidelines for public tornado sheltering strategies

9 Development of guidelines for selection of best available refuge areas 

10 Prohibition of aggregate roof coverings and ballast in tornado-prone regions

11 Development of requirements for enclosures of egress systems in critical facilities

12 a) Development of tornado vulnerability assessment guidelines for critical facilities;
b) Performance of vulnerability assessments by critical facilities in tornado-prone

13 Development of codes, standards, and guidance for emergency communications; 
Development of joint plan by emergency managers/media/NWS for consistent alerts

14 Deployment of “push” technologies for transmission of emergency information

15 Research to identify factors to enhance public perception of personal risk

16 Develop technology for real-time, spatially-resolved tornado threat information
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R # RECOMMENDATION SUMMARY – PROGRESS UPDATES IN THIS BRIEFING

1 Development and deployment of technology to measure tornado wind fields

2 Archival of tornado event data

3 Development of tornado hazard maps

4 Improvement of EF Scale; means for continued improvement; adoption by NWS

5 Development of performance-based standards for tornado-resistant design

6 Development of performance-based tornado design methodologies

7 a) Development of tornado shelter standard for existing buildings; 
b) Installation of tornado shelters in more buildings in tornado-prone regions

8 Development of guidelines for public tornado sheltering strategies

9 Development of guidelines for selection of best available refuge areas 

10 Prohibition of aggregate roof coverings and ballast in tornado-prone regions

11 Development of requirements for enclosures of egress systems in critical facilities

12 a) Development of tornado vulnerability assessment guidelines for critical facilities;
b) Performance of vulnerability assessments by critical facilities in tornado-prone

13 Development of codes, standards, and guidance for emergency communications; 
Development of joint plan by emergency managers/media/NWS for consistent alerts

14 Deployment of “push” technologies for transmission of emergency information

15 Research to identify factors to enhance public perception of personal risk

16 Develop technology for real-time, spatially-resolved tornado threat information
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Highlights of Implementation Activities 
and Successes since Last Meeting (1/2)

Recommendations 5, 6: Tornado hazard 
maps and load methodology for tornado 
resistant design approved as the new 
Chapter 32 of ASCE 7-22
• Includes performance-based design provisions
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PL

IN

ASCE/NIST/FEMA proposal for inclusion 
of tornado design provisions into the 
2024 International Building Code (IBC) 
passed the IBC Structural Committee at 
ICC Committee Action Hearings in April 
(14-0 vote)

 Images © ASCE 2022. Used with Permission.



Highlights of Implementation Activities 
and Successes since Last Meeting (2/2)
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Recommendation 4: 
Tornado field data collection to support 
improvements to EF Scale and damage 
modeling
Dec. 10-11, 2021 Quad-State 
Tornado Outbreak
• Historic Event
o 71 Tornadoes

• Deadliest December Outbreak
o 90 direct, 3 indirect fatalities

• 2 key, high impact EF-4 tornadoes:
o 81 and 167 miles long Source: NWS

Dawson Springs
DoD 3
5/15 Windows 
Broken

Mayfield 
DoD 3
1/10 Windows 
Broken

Top 5 most significant natural disaster 
events in 2021, with $4B insured loss

Source: Aon, Catastrophe Insight (2022)



Tornado Hazard Characteristics

Performance of  Buildings, Shelters, 
Designated Safe Areas, and Lifelines



Recently funded award through the joint NIST/NSF Disaster Resilience Research 
Grants (DRRG) program*

Progress – Tornado Wind Measurements
Jo
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R1: Development and deployment of technology to measure tornado wind fields

* https://www.commerce.gov/news/blog/2022/05/nist-nsf-award-more-76-million-support-disaster-resilience-research 

Reconstruction of Four-Dimensional 
Near-Surface Wind Characteristics from Debris 
and Damage Attributes using Computer Vision

• Improve understanding of near-ground-level winds and debris 
in extreme windstorms using new computer vision 
techniques. The results of this work could address a 
long-standing gap in our characterization of windstorms and 
inform building codes and standards.

• Auburn University & UIUC

 © Frank Lombardo 2021.  Used with Permission.

 © David Roueche 2021. 
Used with Permission.

https://www.commerce.gov/news/blog/2022/05/nist-nsf-award-more-76-million-support-disaster-resilience-research


Progress – Improvement of the EF Scale (1/2)
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R4: Standardize the Enhanced Fujita (EF) scale and improve through addition of scientific/quantifiable 
damage indicators, particularly those that distinguish between the most intense tornado events

ASCE/AMS Standard on Wind Speed Estimation in Tornadoes and Other Windstorms 
(NOAA and NIST co-chair this standards committee)

• Chapters for all methods in the standard are 
being balloted 
o Radar
o In Situ
o EF-Scale Method
o Forensic Engineering
o Forrest Damage/Treefall Pattern
o Remote Sensing Condition Assessment

• Completed beta-testing of ‘Smart DI’
o 20 participants in the pilot study, including
     ≈ 10 NWS Weather Forecast Offices
o Results helpful for improvement of the software 

interface and proposal for incorporation of Smart^DI 
into WSE Standard

Smart^DI produces 
probabilistic estimates 
of tornado wind speed 
at DI location



Progress – Improvement of the EF Scale (2/2)
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• Conducted field data collection (via 
contractor) for historic Dec. 10-11, 2021 
“Quad-State” Tornado Outbreak 
o Developed highly detailed data collection form, 

including components needed for finite 
element modeling

o Collect detailed field data on tornado damage 
to residential structures to support additional 
validation of the Smart^DI method, tool, and 
proposal to WSE Committee

o Surveyed 169 homes in several 
neighborhoods  - using 2 approaches
• Transect across path
• 100% survey within location polygon

• Held a workshop to promote data sharing 
and research collaboration among the many 
field research groups investigating the 
Quad-State Outbreak (March 7, 2022)



Tornado Load Methodology/Standard
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R6:  Develop risk–balanced, performance–based tornado design methodologies 
R5:  Develop PBD standards for tornado-resistant design and adopt in model codes & local regulations

• Led successful resolution of public comments on tornado load 
provisions in ASCE 7 Chapters 1, 2, 26, 32, Appendix G, and 
associated commentary

• Includes support for performance-based design (PBD) for tornadoes
o Tornado PBD explicitly permitted; guidance in commentary
o Appendix with long return period tornado speed maps
o Provisions for essential facilities, intended to remain operational following extreme 

environmental loading from tornadoes and other hazards

• Worked extensively with ASCE to 
confirm tornado speeds in the ASCE 7 
Hazards Tool 
o 48 maps in standard + commentary 
o 6 return periods, each w/ 8 effective plan areas

• ASCE 7-22 and ASCE 7-22 Hazards 
Tool published Dec. 1, 2022
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Adoption of Tornado Standard (1/5)
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R5:  Develop PBD standards for tornado-resistant design 
and adopt in model codes & local regulations

Multi-part strategy to maximize likelihood of success for 
incorporation of ACE 7-22 tornado loads into the 2024 IBC

1. Documentation of tornado impacts to critical facilities
2. Economic analysis of ASCE 7-22 tornado load provisions
3. Develop IBC proposal, in collaboration w/ ASCE and FEMA
4. Extensive stakeholder communications

School Damage - 
Nashville 2020 
Tornado

Imagery credits: ESRI, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, 
USGS, AeroGRID, IGN, and the GIS User Community. Damage polygon: NWS. C
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Adoption of Tornado Load Standard (2/5)
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Lower Bound - Oklahoma School Strikes
1993 through 2020 

Lower Bound for U.S Schools 
Struck by Tornadoes, per State

1993 through 2020 
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Tornado Impacts to Critical Facilities
• Goal: Help stakeholders make informed decisions on adoption of emerging 

engineering design standards and codes for tornadoes, and requirements for 
storm shelters in schools

• Objective: Document tornado strikes on critical facilities to better explain 
cumulative national impacts and local impacts of the >1,250 U.S. tornadoes 
per year

• Multiple Methods:
1. Mining of NOAA/NCEI Storm Events Database narratives
2. GIS analysis - intersecting tornado paths w/ critical facility databases
3. Mining traditional and social media

• Results:  Initial focus on schools 
o Documented 669 school strikes from 1993-2020 (≈24 per year) using Method 1
o Prelim results from other methods suggest Method 1 only capturing ≈ 50% of strikes

• Applications: 
o Incorporated into IBC Tornado Load Proposal
o Used (by other stakeholders) in successful defense of Oklahoma Building Code 

requirements for school tornado shelters



Adoption of Tornado Load Standard (3/5)
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Economic Analysis of ASCE 7-22 Tornado Loads

• Fraction of new buildings impacted by tornado load requirements
• Comparisons of tornado loads vs wind loads

o Elementary and high school, fire station, hospital examples

o Tornado loads can increase wind loads by >100%, particularly in Exposure B and 
where wind pressures are smallest magnitude – field of the roof, leeward wall

• Impacts on Roof System Design
o Typically modest increases in fasteners, adhesives, pressure ratings

• Estimated cost increases for tornado loads
o Typically <0.15% of total construction costs

https://doi.org/10.6028/NIST.TN.2214 

Estimated Cost Impacts from Tornado Loads – High School 

https://doi.org/10.6028/NIST.TN.2214


Design Parameters
• 5-Story Hospital
• Risk Category IV
• Effective Plan Area = 1,000,000 ft2 (92,903 m2)
• Exposure B for wind loads (urban, suburban, wooded)
• Comparing ASCE 7-22 tornado vs wind design uplift 

pressures for Main Wind Force Resisting System 
(MWFRS) loads on leeward  elements of a flat roof 

Design for tornado 
loads not required 

per ASCE 7-22 
Section 32.5.2

Outside Tornado-Prone Region

VT < 60 mph (26.8 m/s) or 
VT < 0.5V   (for Exposure B)

Ratio of Tornado design pressure 
to Wind design pressure, (pT / p)

Legend

< 1.0
 1.0

3.0

Design for 
tornado loads 

is required; 
Tornado loads 

control over 
wind loads 

VT = Tornado speed
V = Basic wind speed

Max (pT / p) = 2.63
 1.5

Design for 
tornado loads 

required but 
does not control

Hospital Example
MWFRS – Uplift on Leeward Roof
Tornado/Wind Pressure Ratio
Wind Exposure B

Tornadoes will control MWFRS leeward roof uplift for this 
specific hospital example over most of the eastern 2/3 of the US.

Where do Tornado Loads Control? 
The answer is very building specific.
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Adoption of Tornado Load Standard (4/5)
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2024 International Building Code
• NIST led development of the proposal to 

incorporate ASCE 7-22 Tornado Load 
requirements into the 2024 IBC
o with ASCE and FEMA

• Coordinated testimony for the Committee Action 
Hearings

• IBC Structural Committee voted 14-0       
to approve 

• Next Steps
o Public Comment Hearings
o Online Government Consensus Vote

Tornado Loads:  Proposal S63-22



Adoption of Tornado Load Standard (5/5)
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Stakeholder Communications

• 33 presentations/webinars/seminars, including
o Structures Congress, 14th Americas Conf on Wind Eng, 

National Disaster Resilience Conf, ICC Tornado Webinar, …
o NSTC Science for Disaster Reduction (SDR) Interagency WG 
o FEMA Risk Management Division 
o Recovery Support Function Leadership Group (RSFLG)
o Mitigation Framework Leadership Group (MitFLG)
o Federal Energy Regulatory Commission (FERC) (2)

• 17 media interviews
o New York Times, Washington Post, St. Louis Post Dispatch 
o Engineering News Record (2), ICC Building Safety Journal, 

ASCE (2), Construction Forum, Construction Broadsheet (2) 
o NPR, St. Louis Public Radio, Infrastructure Show Podcast
o Scripps TV, KMOV-CBS St. Louis, KSDK Channel 5 St. Louis

 
• Oral and written testimony for Illinois House of Representatives 

o Labor and Commerce Committee https://www.nist.gov/news-events/news/2021/06/major-new-buil
ding-standard-can-map-out-tornado-threat-first-time 

https://www.nist.gov/news-events/news/2021/06/major-new-building-standard-can-map-out-tornado-threat-first-time
https://www.nist.gov/news-events/news/2021/06/major-new-building-standard-can-map-out-tornado-threat-first-time


Impacts / Outreach Summary 
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• Existing Standards
─ NFPA 1600-2019, Standard on Continuity, Emergency, and Crisis Management
─ ICC 500-2020, Standard for Design and Construction of Storm Shelters
─ ASCE/SEI 7-22, Minimum Design Loads and Associated Criteria for Buildings and Structures
─ ICC 500-2023, Standard for Design and Construction of Storm Shelters

• New Standards
─ NFPA 1616-2017, Standard for Mass Evacuation and Sheltering
─ ASCE/AMS Standard for Estimation of Wind Speeds in Tornadoes 

• Building Codes
─ 2018 International Building Code (IBC)
─ 2018 International Existing Building Code (IEBC)
─ 2024 International Building Code (IBC)

• Guidelines
─ FEMA P-320, Taking Shelter from the Storm, 4th ed. 
─ FEMA P-320, Taking Shelter from the Storm, 5th ed. 
─ FEMA P-361, Safe Rooms for Tornadoes and Hurricanes, 3rd ed. 
─ FEMA P-361, Safe Rooms for Tornadoes and Hurricanes, 4th ed. 
─ ICC 500-2014, Commentary on the Standard for Design and Construction of Storm Shelters
─ ICC 500-2020, Commentary on the Standard for Design and Construction of Storm Shelters
─ FEMA P-2062,  Guidelines for Wind Vulnerability Assessments of Existing Critical Facilities
─ NIST Technical Note, Alerting under Imminent Threat: Guidance on alerts issued by outdoor siren and short 

message alerting systems
─ Nat. Hazards Rev., Alerts and warnings on short messaging channels: guidance from an expert panel process
─ FEMA P-431, Tornado Protection: Selecting Refuge Areas in Buildings, 3rd ed.
─ Guidelines for Tornado Resistant Design of Risk Category II Buildings
─ Guidelines for Public Tornado Sheltering Strategies

In 
press

Published December 2021

Published
In progress

In planning / 
development

Workshops
• 1st NIST/ASCE Tornado Map Stakeholder Workshop, 2015
• Federal Agency Tornado Map Workshop, 2015
• Workshop on Outdoor Siren Policies, 2016
• Workshop on Short Message Alerting, 2017
• Public Tornado Shelter Workshop:  Opportunities and 

Challenges for Improving Tornado Safety, 2019
• 2nd NIST/ASCE Tornado Map Stakeholder Workshop, 2019
• Quad-State Tornado Outbreak Workshop, 2022

Published April 2021

In Public Comment

Initiated in May 2022

In Main Cmte
Ballot

Initiated in December 2021

Held in March



Remaining Implementation Tasks
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Legend
Primarily Completed

Significant Activities/Progress
Modest Progress

Next Steps

Complete the new ASCE/AMS Standard

Linked with efforts for R4

Coordinating w/ FEMA

Proposed for IBC 2024

NOAA

ASCE 7-22 tornado provisions incl. significantly 
enhanced requirements for critical facilities

Develop guidance for RC II Buildings

Revise/Resubmit to IBC

Develop guidance w/ FEMA and NOAA

Complete guidance w/ FEMA

Propose ASCE 
7-22 Tornado 
Loads for the
ICC 500-2023 
Storm Shelter 
Standard

Propose for ANS 2.3 Std on Tornado Characterization for 
Nuclear Facility Sites



Progress on Implementation 
of Past Investigation 
Recommendations

QUESTIONS?

June 8-9, 2022
NCST Advisory 
Committee Meeting

Long Phan
Leader, Structures Group

Marc Levitan
Research Wind Engineer, Structures Group

NOTE – Summaries of the 
recommendations are 
included in the following 
slides for context.  The 
complete recommendations 
are available in the final 
report of the NIST Technical 
Investigation of the Joplin 
Tornado, at 
https://dx.doi.org/10.6028/
NIST.NCSTAR.3 

Please ‘raise your hand’ using the 
Blue Jeans Participant window and 
unmute your audio and video

https://dx.doi.org/10.6028/NIST.NCSTAR.3
https://dx.doi.org/10.6028/NIST.NCSTAR.3

